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9A. AMENDMENT OF SOLICITATION NO.

11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS
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SECTION SF 30 BLOCK 14 CONTINUATION PAGE  
 
 
The following items are applicable to this modification:    
        CONT. SHEET 
A. This amendment is issued to make the noted corrections to this solicitation as follows: 

 
1. Revisions to Section (01005) Site Specific Supplementary Requirements, (Revised paragraph                  
       1.8 construction phasing) 

  
B. THE PROPOSAL DUE DATE AND TIME HAS NOT BEEN CHANGED, 10:00 AM (PDT), MARCH 18, 
2004. 
 
C. NOTICE TO OFFERORS: Offerors must acknowledge receipt of this amendment by number and date on 
Standard Form 1442, BACK, Block 19, or by telegram. Facsimile response are acceptable only for Amendments 
No. 0005 and 0006 with follow up of hard copy in the mail. Proposal will not be accepted by facsimile.  Receipt of 
facsimile must be no later than the due date and time specified in paragraph (B) above. Facsimile may be sent to 
(206)-764-6817, Attn: Thomas DeGonia. 
 
D. All Technical Amendments are available for download this date on the Army Corps of 
Engineers website at https://www.nws.usace.army.mil/ct/. 
 
Enclosures 
Rev. Section 01005 
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 SECTION 01005 
 
 SITE SPECIFIC 
 SUPPLEMENTARY REQUIREMENTS 
 
 
1.  CONDUCT OF WORK 
  
1.1  COORDINATION AND ACCESS TO SITE   
 
1.1.1  Coordination with using agencies shall be made through the Contracting Officer to assist 
the Contractor in completing the work with a minimum of interference and inconvenience. 
 
1.1.2  Work hours in the construction area will be restricted to 7:00 a.m. to 4:45 p.m. daily, 
Monday through Friday, excluding holidays.  Work hours other than as specified above shall be 
coordinated with and approved by the Contracting Officer. 
 
1.2  FIRE REGULATIONS   
 
Contractor shall comply with base fire regulations and NFPA 241 Building Construction and 
Demolition requirements.  Contractor shall provide adequate fire extinguishers for the 
construction site and remove them upon acceptance of the facility. 
 
1.3  GENERAL AREA REQUIREMENTS   
 
Security requirements and procedures shall be coordinated with the 341 Security Forces 
Squadron, Resource Protection (telephone 406-731-4344), Malmstrom AFB.  Activities of the 
Contractor and Contractor's employees and subcontractors and their employees while on the 
base, will be conducted in accordance with base regulations, including those of the fire marshal, 
as well as security directives.  This includes, but is not limited to, obtaining a Work Clearance 
Request (AF Form 103) before any digging and giving way to alert vehicles during alerts if 
located on a marked alert route.  Security directives include Antiterrorism Force Protection 
(paragraph 1.3.4 below) and the GENERAL CONTRACTING ENTRY AUTHORITY LIST (CEAL) 
attached the end of this Section.  This list shall include all Contractor personnel working on the 
base.   
 
1.3.1  Identification Credentials   
 
All Contractor personnel, except those not under the Contractor's direct control such as   
concrete trucks and material deliveries, will be required to process in and obtain an Application 
for Civilian Identification Card (DD Form 1172) from the Corps of Engineers Malmstrom AFB 
Project Office, 7218 Goddard Dr., Building 770, Suite 19.  The Contractor shall provide the 
employee with a letter or form, identifying the employee and company name.  After completion 
of the DD Form 1172, proceed to the Pass and ID Section at the Visitor Control Center in 
Building 192 (working hours - Monday through Friday - 7:30 a.m. to 4:30 p.m.) to obtain a base 
personnel access pass and vehicle pass.  Current vehicle registration and proof of insurance 
are required for vehicle passes.  The Contractor shall notify the Pass and ID Section of all 
losses of passes, within 48 hours after the loss, by name and address.  Employees who have 
terminated employment or who have been dismissed must surrender their personnel and vehicle 
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passes to the Visitors Control Center through the Contracting Officer.  Employees without a 
personnel or vehicle pass in their possession will be denied access to the base and work areas 
and may be subject to detainment until proper identification is made. The passes shall not be 
worn or displayed off the military base. 
 
1.3.2  Commercial or company vehicles will be allowed access to the base  provided company 
emblems are attached to the sides of the vehicles. 
 
1.3.3  Equipment and storage areas:  See specification Section 01501 CONSTRUCTION 
FACILITIES AND TEMPORARY CONTROLS.  
 
1.3.4  Antiterrorism Force Protection 
 
During the course of this contract, the Base may be under Force Protection Conditions 
(FPCONS).  FPCONS are as follows: 
 

FPCON NORMAL: This condition applies when there is a general threat of possible 
terrorist activity exists warrants only a routine security posture. 
 
FPCON ALPHA: This condition applies when there is a general threat of possible 

terrorist 
activity against personnel and facilities, the nature and extent of which are unpredictable, 
and circumstances do not justify full implementation of FPCON BRAVO measures. 
However, it may be necessary to implement certain measures from higher FPCONS 
resulting from intelligence received or as a deterrent. The measures in this FPCON must 
be capable of being maintained indefinitely. 

 
FPCON BRAVO: This condition applies when an increased and more predictable threat 

of 
terrorist activity exists. The measures in this FPCON must be capable of being 
maintained for weeks without causing undue hardship, affecting operational capability, 
and aggravating relations with local authorities. 

 
FPCON CHARLIE: This condition applies when an incident occurs or intelligence is 
received indicating some form of terrorist action against personnel and facilities is 
imminent. Implementation of measures in this FPCON for more than a short period 
probably create hardship and affect the peacetime activities of the unit and its personnel. 

 
FPCON DELTA: This condition applies in the immediate area where a terrorist attack has 
occurred or when intelligence has been received that terrorist action against a specific 
location or person is likely. Normally, this FPCON is declared as a localized condition. 

 
If the Contractor should notice anything suspicious during the course of his work, the Contractor 
should contact the 911 Dispatch Center at 731-3895 as soon as possible.  Point of Contact for 
FPCON conditions/actions is 341st Space Wing AT/FP Section, phone 406-731-4105. 
 
1.4  CONSTRUCTION AND STAGING AREA FENCE   
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The Contractor shall provide fence around all construction areas, staging areas and storage 
areas.  The fence shall be chain link, 6 ft. high, with construction area signage at each corner 
and at 100 ft. intervals.  
 
1.5  MOTORIZED EQUIPMENT 
 
1.5.1  Truck Load Limits 
 
Truck load limits on base are restricted to: 
 

a.  1 April  - 1 June: 350 pounds per inch width of tire. 
b.   All other times:  400 pounds per inch width of tire. 

 
Trucks shall periodically be required to pass over the base truck scale to verify compliance with 
the above vehicle load limits. 
 
1.5.2  Fire Extinguishers   
 
Motorized equipment shall be equipped with fire extinguishers as follows: 
 
 a.  Pickup truck or other light passenger vehicles, one extinguisher per vehicle, rating 5 BC. 

b.  All other trucks and heavy motorized equipment, two extinguishers per vehicle, rating 10 
BC. 

 
1.6  UTILITY OUTAGES 
 
Contractor shall schedule and coordinate unavoidable utility outages with the Contracting Officer 
and Base Civil Engineer at least 10 days in advance.  Unless indicated otherwise, the 
Contractor shall give 14 days preliminary notice of future outage.  Final notice shall be given 
10 calendar days before outage and shall specify date and time of the outage.  The ‘Utility 
Outage Notice’ shall be completed by the Contractor and submitted to the Contracting Officer for 
approval.  No interruptions shall be made until the approved Notice is returned to the Contractor.  
Outage durations shall be kept to a minimum.  All outages longer than 2 hours shall be after 
normal duty hours or on a weekend at the Government option.  Outages in dormitories or 
housing units shall be performed during business hours to minimize disruption to occupants.  All 
outages that affect heating system motors or controls during heating season shall require the 
Contractor to connect backup power at the Contractor’s expense during the outage, as may 
required by the Government. 
 
1.7  UTILITY SERVICE AND COORDINATION 
 
1.7.1  Natural Gas Service 
 
Extension of and/or connection to the existing natural gas distribution system is the 
responsibility of the Contractor. All natural gas work shall be performed in accordance with the 
supplier’s requirements. Additionally, all natural gas work must be performed as depicted on the 
drawings, and as required by the contract specifications. 
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1.7.2  Electrical Service  
 
All electrical distribution work including the street light system and temporary and permanent 
electrical services shall be performed by Contractor. All electrical distribution work shall be 
performed in accordance with the supplier’s requirements and the most current versions of the 
National Electric Safety Code and the National Electric Code (NFPA 70). Additionally, all 
permanent electrical distribution work must be performed as depicted on the drawings, and as 
required by the contract specifications. In any case of conflict between the applicable codes or 
references listed above, the most restrictive shall apply.  
 
1.7.3  Telephone Service 
 
Telephone cable and pedestal installation will be by Qwest.  Network interface devices (NID) 
and installation will be by Qwest.  Site trenching, backfill and the installation of conduit shall be 
performed by the Contractor.  The Contractor is responsible for all telephone service 
coordination and costs.  Point(s) of Contact for Qwest is shown in Section 16710 
COMMUNICATIONS CIRCUITS, paragraph 1.3 System Description.  
 
1.7.4  CATV Service 
 
CATV cable and pedestal installation will be by AT&T Broadband.  Network interface devices 
(NID) and installation will be by AT&T Broadband.  Site trenching, backfill and the installation of 
conduit shall be by the Contractor.  The Contractor is responsible for all CATV service 
coordination and costs.  Point(s) of Contact for AT&T Broadband is shown in Section 16710 
COMMUNICATIONS CIRCUITS, paragraph 1.3 System Description 
  
1.8  CONSTRUCTION PHASING 
 
See Key Plan on Drawing A-100 for location of Areas A, B, C and D.   
 
Overall Project Phasing: 
 

• Construction shall commence in Area D first, followed by Area C, then Area B, then    
Area A.   

 
• Buildings will be accepted on a block by block basis per the overall sequence above.    
 
• Buildings will not be accepted without landscaping and sod in the yards. 

 
• Buildings in Areas C and D shall be completed by not later than 31 May 2005.  

 
• Buildings in Areas A and B shall be completed by end of contract. 

 
Aspen Street Building Phasing: 
 

• Building 706 shall be completed, including utility hookups, not later than 11 October 
2004. 

 
• Buildings 701, 703 and 705 shall be completed not later than 29 November 2004. 
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• Building 708 shall be constructed during the period 1 August 2004 to 31 May 2005 
(Existing building replaced by Building 708 will be occupied until 31 July 2004). 

  
• Contractor shall commence construction of Buildings 701, 703 and 705 prior to 

commencement of construction on Buildings 700, 702 and 704. 
 
1.9   PROTECTION OF GOVERNMENT PROPERTY   
 
In addition to requirements of the CONTRACT CLAUSES, Contractor shall protect all 
Government property within the buildings in which he is working, except for such property as is 
required to be demolished.  Property that is to be demolished shall be protected until its 
scheduled demolition time.  Protection shall include, but not be limited to, protection from 
construction generated dust, debris, water, and vibration. 
 
1.10  COORDINATION OF WORK 
 
The Contractor shall arrange his work schedule in such a way to maintain two-lane road 
passage at all times unless prior approval is granted by the Contracting Officer.  The Contractor 
shall be responsible for coordinating lane closures with Malmstrom Air Force Base emergency 
response personnel (Base Fire Department, Law Enforcement and ambulance services), city 
and county emergency response personnel, trash collection contractor and school bus 
operators.  A work schedule shall be prepared in writing and approved by the Contracting 
Officer’s least 14 days prior to the start of work. A traffic control plan prepared in accordance 
with the most recent version of the Manual on Uniform Traffic Control Devices shall be 
submitted and approved by the government prior to any road demolition, construction, or lane 
closure. 
 
1.11 Metering of Utilities 
 
All government furnished utilities used on the project including electricity, natural gas, high 
temperature-high-pressure hot water, and potable water must be metered on approved metering 
equipment provided and installed by the contractor regardless of whether or not the utilities are 
furnished without cost. Should the government observe un-metered use of government 
furnished utilities by the contractor or his subcontractors, the cost of said utilities will be 
assessed by the government and billed at the prevailing utility rates on a prorated basis. The 
method of calculation will be at the sole discretion of the government.      
 
    
PARTS 2 AND 3 (NOT USED) 
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